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DRAWING NOTES: (APPLY TO THIS DWG. ONLY)
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ALL RETURN AND EXHAUST REGISTERS ARE 8" X 4% UNLESS OTHERWISE NOTED.
ALL SUPPLY DIFFUSERS ARE 6" X 6" UNLESS OTHERWISE NOTED.
ALL SUPPLY DIFFUSERS SHALL BE 4-WAY BLOW UNLESS OTHERWISE INDICATED.
ALL SUPPLY DIFFUSERS ARE TYPE “A" UNLESS OTHERWISE NOTED.
AL RETURK AND EXHAUST REGISTERS ARE TYPE “A" UNLESS OTHERWISE NOTED.

ALL TERMINAL wmxmw IN INTERSTITIAL SPACE SHALL HAVE rmommm LOCATED ON
TOP OF BOX EXCEPT FOR BOXES LOCATED IN ZONE 2 OR AS OTHERWISE INDICATED.
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SPECIAL NOTES: (APPLY TO THIS DWG. ONLY)

® PUPOROE

-NOUR.

2'-0" LONG, TWO-SLOT LINEAR DIFFUSER, TYPE “C" WITH 2'-0"-LONG X &"
WIDE X 5" DEEP PLENUM ABOVE IN CEILING CAVITY. BALANCE FOR 155 CFM.
ADJUST DIFFUSER SO THAT ONE SLOT BLOWS TOWARDS WINDOW.
SAME AS (1) EXCEPT BALANCE FOR 115 CFM.

DUCT DISTRIBUTION IDENTICAL TO THAT SERVING 3B117.

DUCT DISTRIBUTION IDENTICAL TO THAT SERVING 3B130.

STATIC PRESSURE SENSOR (TWO REQUIRED FOR 1-ACiA).

MINIMUM 80 CFM.
MINIMUM 70 CFM,
OCCUPIED/UNOCCUPIED CONTROL.

12 x 10 DUCT DN, TO HT-48 875 CEM WITH V.D.
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